
EPICIOC1
Computer

CAMAC Interface
CCR-EE-091
Control Room

Master U-Port
CCR-EE-091
Control Room

Crates 61, 60
CCR-EE-090
Control Room

Link Bypass Adapter
CCR-EE-091
Control Room

CCR-EE-100
Control Room

Optic Patch Rack
CSS-EE-954
Junction Area

Crates 19, 9
COH1-EE-651
FCPC 1St. Flr.

Crates 20, 11
COH3-EE-653
FCPC 1St. Flr.

Crates 21, 13
COH5-EE-655
FCPC 1St. Flr.

Crate 12
CEF3-EE-654
FCPC 1St. Flr.

Crate 10
CEF1-EE-652
FCPC 1St. Flr.

Crate 7
CTF2-EE-607
FCPC 1St. Flr.

Crate 3
CTF1-EE-603
FCPC 1St. Flr.

Crate 2
CTF1-EE-602
FCPC 1St. Flr.

Crate 1
CTF1-EE-601
FCPC 1St. Flr.

Crate 4
CTF2-EE-604
FCPC 1St. Flr.

Crate 5
CTF2-EE-605
FCPC 1St. Flr.

Crates 18, 6
CTF2-EE-606
FCPC 1St. Flr.

Crate 8
CTF1-EE-608
FCPC 1St. Flr.

Crate 62
CCR-EE-091
Control Room
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EPICS1 Link Map

5/7/03 J. Wertenbaker
Note: Many EPICS1 link cables are still labelled "TOK1" from Control Room Rack CCR-EE-100

to and all throughout D-Site

E

CMG-EE-701
MG Control Room

See Page 2
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Link Bypass Adapter
CSS-EE-954
Junction Area

6

CDAR-EE-709
DARM

See Page 2
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Crate 22
CCC-EE-214
Junction Area
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Crate 17
CCC-EE-209
Junction Area

Link Bypass Adapter
CSS-EE-954
Junction Area

Crate 40
CPH-EE-001
Pump House
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