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A peer review of the NSTX Vacuum Systems AC power distribution and system


grounding scheme was held on 1-23-98. Frank Jones presented a draft of the


TVPS grounding drawing (E-EA1505 sh 5) and Conduit and Tray Layout drawing


(E-EA1505 sh 6) for discussion. No chits were submitted.





Summary:





1. Torus Vacuum and Gas systems AC power will be sourced from MCC-P5-7E in


the MER basement. The ground scheme presented for the TVPS, GIS, and the


RGA systems was acceptable to the attendees.





2. An improvement to the system grounding was made by grounding the pump


duct and power panel to the same building steel grounding plate.





3. The GDC power supply and associated isolation transformer will be


located on the West wall of the NSTX TC.





4. A markup of the TVPS Conduit and Tray Layout drawing (E-EA1505 sh 6)


will be submitted to E. Perry for inclusion on the NSTX General Arrngmt.


drawing (E-FA1006).





Attendees:





C. Neumeyer             F. Jones


W. Blanchard            D. Long


S. Ramakrishnan         E. Perry


B. Marsalla             R. Gernhardt
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Ray Gernhardt


