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A peer review of the  HIS was conducted.  A review of the elementry diagrams

and individual modification steps was completed.  The modifications will be

reflected as redline markups on a TFTR drawing set and will be checked by

Paul Sichta before the FDR.  Other issues included the following:

1) Mark all field electrical boxes with drawing designations.

2) fix relay K2a/b pin number inconsistency.

3) Include relevant drawing numbers with each modification step.

4) Add fuse re-installation steps for racks EE203 and EE969.

5) Talk to Jerry Siegel on a method to make changes without loosing original

design, so that we can reuse elements for NB, IRCH and ECH.

